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SIZE 06 SHOWN FOR ILLUSTRATION PURPOSES
NOTES: UNIT| NUMBER | AIR FILTER CLEARANCE
1. All dimensions in Inches [millimeters]. All SIZE|OF FILTERS|  (MINIMUM NEEDED)
dimensions + 1/4" [6mm]. 06 ] 12.50" [318mm]
2. Left Hand unit shown, Right Hand unit opposite. 08 ] 16.50" [419mm]
3. 90 degree control enclosure is perpendicular to the 10 1 20.50" [521mm]
unit. Includes (2) knockouts on bottom. Provide 12 1 20.50" (521
sufficient clearance to access electrical controls and '“[ mm
comply with applicable codes and ordinances. 14 1 25.50" [648mm]
4. Refer to Base Submittal Drawing for NEC 16 2 17.50" [445mm]
Requirements. 18 2 20.50" [521mm]
20 2 20.50" [521mm]
SUBMITTAL DRAWING |TITLE: MODEL HPP-D FRESH AIR
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