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NOTES:
All dimensions are Inches [millimeters]. All dimensions are 1/2" [13mm]. Metric values are soft conversion.1.
Standard galvanized IAQ drain pan has 1-1/8" ODM copper connection on one side.2.
Stainless Steel IAQ drain pan has 1" stainless Sch. 40 threaded steel connection on one side only. Optional Aux 3.
connection is 3/8" stainless sch. 40 threaded steel.
Horizontal unit shown. Coil connection locations are typical for vertical units relative to lower bottom corner at 4.
entering air side.
Connection at refrigerant distributor is internal to allow proper installation of expansion valve.5.
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FIG. 2
HW HEATING + R32 / R454B COOLING
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FIG. 3
HW HEATING + R32 / R454B COOLING
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AUX DRAIN ONLY

TYPICAL DRAIN CONNECTIONS
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